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Resident Water Testing Procedures Sandy’s Pool Service, LLC – 1-866-267-7560  





Chlorine Testing Procedure


Fill small test tube to the 9ml mark


Add 5 drops of reagent #1


Add 5 drops of reagent #2


Mix well


Compare color to test kit


Record in book as parts per million (ppm)





* Acceptable range is above 1.0 ppm.     Call SPS if chlorine is under 1.0 ppm








pH Testing Procedure


Fill large test tube to the 44ml mark


Add 5 drops of reagent #4


Mix well


Compare color to test kit


Record in book





* Acceptable range is between 


7.2 and 7.8


Call SPS if pH is


BELOW 6.8 or ABOVE 8.2
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